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EXPANDﬁD
RECEIVING
X’

@ PROVIDE FLUSH IN-FLOOR BOX, WIREMCLD RFB4, WITH (2) DUPLEX RECEPTACLES AND (1}
+* CONDUIT FOR DATA,

@ PROVIDE WIREMOLD SMR #5000 SERIES, OR APPROVED EQUAL, MOUNTED AT +44' TO
BOTTOM OF RACERAY

@ PROVIDE JUNCTION BOX AT STANDARD SWITCH HEIGHT FOR FUTURE PROJECTION SCREEN
RAISE/LCWER CONTROLS. PROVIDE BLANK, SINGLE-GANG COVERPLATE ON JUNCTION BOX.

@ PROVIDE DUPLEX RECEPTACLE MOUNTED FLUSH IN CEILING PAD AS REGUIRED FOR
PRCJECTOR.  PROJECTOR AND MOUNTING BRACKET BY OANER.

@ PROVIDE JUNCTION BOX ABOVE ACCESSIBLE CEILING FOR POWER TO PROJECTION SCREEN.

EC. TO MOUNT REMOVED FLUSH-IN-CEILING PROJECTION SCREEN AS REQUIRED. CONNECT
AND CIRCUIT TO WALL CONTROLLER AS REQUIRED.

@ PROVIDE JUNCTION BOX ABOVE CEILING FOR POWER POLE BY OWNER. VERIFY EXACT
ON

@ PROVIDE DATA ROUGH-IN AND DUPLEX RECEPTACLE ON CATWALK. COORDINATE EXACT
LOCATION WITH OWNER.

CUT CONCRETE AND PROVIDE ACTIVATION KIT IN EXISTING INFLOOR RACEWAY. TYPE TO
MATCH EXISTING. PROVIDE FiNISH PLATES, FLEX CABLE AND CONNECTIONS AS REQUIRED
TO CASEWORK BY OTHERS.

@ FROVIDE FLUSH IN-FLOOR BOX, WIREMOLD RFB4, WITH (2) CUPLEX RECEPTACLES AND (2)
1¥ CONDUITS WITH (4) DATA CABLES BACK TO RACK IN WIRING CLOSET #2i3.

@ PROVIDE JUNCTION BOX WITH (2) I CONDUITS TO ABOVE ACCESSIBLE CEILING FOR FUTURE
AN CABLING BY OAWNER. PROVIDE BLANK 2-GANG COVERPLATE ON JUNCTION BOX.

@ PROVIDE GFi RECEPTACLE IF EXISTING DEVICE 1S NOT ALREADY.
PROVIDE WREMOLD R(9 SERIES POKE-THRU, OR APPROVED EQUAL, WITH (1) QUADPLEX
RECEPTACLE, (4) DATA CONNECTIONS AND BLACK FLANGE FiNISH.

(B) FROVIDE FLUSK N-FLOOR BOX, WREOLD RFBA, WITH (2) DUFLEX RECEPTACLES AND (1)
" CONDUIT WITH (1) DATA CABLE BACK TO FACK IN WRING CLOSET #23.

PROVIDE FLUSH IN-FLOOR BOX, WREMOLD RF34, WiTH (2) DUPLEX RECEPTACLES AND (1)
" CONDUT WITH (2) DATA CABLES BACK TO RACK iN WIRING CLOSET #213.

@ CIRCUIT TC SPARE BREAKER IN CLOSEST PANEL LI OR 13,

PROVIDE DUPLEX RECEPTACLE FOR EMPLOYEE TIME CLOCK. VERIFY MOUNTING HEIGHT AND
REQUIREMENTS PRIOR TO ROUGH-IN.

(7) FROVIDE UNCTION BOX FOR FOWER TO OVERHEAD DOOR. CIRCUIT AS SHORN.

PROVIDE JUNCTION BOX ABOVE ACCESSIBLE CEILING FOR POWER TO FUTURE PROJECTION
SCREEN.

PROVIDE JUNCTION BOX ABOVE CEILING FOR PONERED DOOR LOCKS BY DOOR HARDWARE
SUPPLIER. CONNECT TO CIRCUIT SHOWN.

EXPAND EXISTING SIMPLEX FIRE ALARM CONTROL PANEL AS REQU'RED FOR FIRE ALARM
DEVICES N BUILDING ADDITION.

() JNCTION BOX MOUNTED BELOK WINDOW FOR BOMER TO WINDOW. CONNECT AS REQUIRED.
VERIFY REQUIREMENTS WITH WINDOA SUPPLIER.

@ ELECTRICAL CONTRACTCR TO PROVIDE CORD AND PLUG CONNECTION FOR GARBAGE
DISPOSER. CONNECT THRU 20A SNAP SWITCH ABOVE COUNTER TO CIRCUIT SHOWN.

PROVIDE DUPLEX RECEPTACLE IN SOFFIT WITH ARLINGTON FLUSH WEATHERPROOF IN-USE
RECESSED BACKBOX AND COVER.

CONNECT FIREPLACE AS REQUIRED, COORDINATE LOCATION OF CONTROL SWITCH WITH

ARCHITECT.

ADD. ALTERNATE E-2: PROVIDE FIRE ALARM ANNUNCIATOR PANEL IN LOCATION SHOWN.
CONNECT ANNUNCIATOR PANEL TO FIRE ALARM CONTROL PANEL IN STARR #122 AS

REQUIRED.

PROVIDE JUNCTION BOX WITH WEATHERPROOF COVER FOR SIGNAGE. VERIFY EXACT

LOCATION PRIOR TO ROUGH-IN.
(27) PROVIDE BLANK COVER FOR EXISTING FLOOR BOX.

EQUIPMENT RACK BY ELECTRICAL OR TELECOM CONTRACTOR

(29 CROUIT TO SPARE BREAKER N PANEL 12,

COORDINATE EXACT CASE WORK RECEPTACLE LOCATION IN FIELD WITH EQUIPMENT AND

GROMMET LOCATION.
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